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· RCRA COMPLIANCE AND ENFORCEMENT BRANCH · 

ENFORCEMENT CASE RECOMMENDATION 

EPA ID NUMBER: 9000746 FACILITY NAME: PEPCO Benning Road 
Transformer Station . . 

I • 

CASE REYIEW OFFICER: Jan Szaro ·. DATE: July 21; 2010 

FINDINGS OF.INITIAL CASE REVIEW: Facility was inspected on June 9, 2010 by EPA 
. I , 

Contractor. The report confirmed passing tank release detection results for the one UST for 
only 2·ofthe previous 12 months. Question also on whether the transformer oil stored iri the 
UST could possibly be- a hazardous substance .. 

DISPOSITION RECOMMENDATION: . CLOSE 

JUSTIFICATION FOR RECOMMENDATION:. Contacted Fariba Mahvi of PEPCO on July 
12, 2010;, Ms. Mahvi,provided additional information received on July 20, 2010 that included . 

- . passing tank release detection results for each and every month for the past 12 months and the 
MSDS for the transformer oil which shows it to not be. a hazardous substance: 

CONCURRENCE SECTION 

CASE REVIEW OFFICER DATE: '1/'"l..1/ro 
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